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PART NUMBER DESCRIPTION QTY

16207 IS35ABC TANK 2

14929 CYLINDER BRACKET 2

18000 MRM II 1

12524 MICROSWITCH 2

18312 ALARM INITIATING MICROSWITCH 1

16172 TOTAL FLOOD NOZZLE 4

16190 DUCT NOZZLE 1

16192 SCREENING NOZZLE 2

10147 PNUMATIC CONTROL HEAD 2

12856 NITROGEN CYLINDER 1

12508 DETECTOR 3

12327 FUSIBLE LINK - 280 F 3

12309 CORNER PULLEY 25

14320 MANUAL PULL STATION 1
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GENERAL NOTES:

1.System shall be Pre-Engineered 

2.System shall be manufactured by AMEREX COPORATION – TRUSSVILLE AL

3.AMEREX INDUSTRIAL SYSTEMS have the following Listings and Approvals:

                Underwriters Laboratories Inc,  UL EX 5208
    

4.System Temperature Limitations –    -20F min / 120F Max

5.Installation requirements, nozzle limitations and design criteria shall comply 
with the AMEREX INDUSTRIAL DRY CHEMICAL FIRE SUPPRESSION SYSTEM manual 
and all addendums as published by AMERX CORPORATION 

6.All required electrical work shall be performed by others and is not included on 
this shop  drawing.

7.All required plumbing work shall be performed by others and is not included on 
this shop drawing
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DISCHARGE NOZZLES MICRO SWITCH - SPDT
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